Occupancy Name

Street Hamlet
Fire District Phone Date
YES NO N/A

1 GENERAL
R T (TR o o 1 (0 T R S R Lisssmsoniveg
b Isthe occupancy the same as the previous INSPECLiON?.......ccvoeiiiinenisiiii s s s R o
€ Are all SYSIEMS N SEIVICE . cvusesereusrssrosrsesnersmmnoranesssnsssaspessssssssssrssnasspsarsssssnnssnsssnasanaissnbonnisssamassbasinssatssonsssshiaberes fhinninns Lt I
d Areall fire protection systems the same as the [ast INSPECHIONZ...ivvivrenrcrcininninis e oo,
e Isthebuilding completely:sprinklered? . mmavsmmimsmmsorssm s wisasis e e s S A —
f' Aveall new additions & building chariges properly protected2 st mamms s
g I5all stockor storage properly below sprinkler piping s swmmannammamsmursassasmasmalaasadmams s
h In attic areas, does the building appear to be properly heated in all areas, including blind attics,

perimeter areas & are all exterior openings protected against entrance of €old air?.....ccovvvvvenvcnninnnd i o,
2 CONTROL VALVES (See Section 13) .
a Are all sprinkler system main control Valves OPENT....c..ouoieecier et et seee e s s e mre e Lo
b Are all other valves In Proper POSIHIONZ... ...t ee st sb s e seres s srese e s esenass bt sees o esanessesese s T WO
¢ Areall control valves in good condition & sealed or SUPETVISCAT....uvivieiiiivirerireniiiese e enves|erenereiaes R SE—
3 WATER SUPPLIES (See Section 14)
a. Wasthe water flow test made & results satisfactoryP.massisssinsinssnaiimsiosnisy il Ll P
4 TANKS, PUMPS, FIRE DEPARTMENT CONNECTIONS
a Are fire pumps, gravity tanks, reservoirs & pressure tanks in good condition & properly maintained?......o.o.oocool oo oo,
b Are fire department connections in satisfactory condition, couplings free, c‘xps in place & painted
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Town of East Hampton Fire Marshal’s Office
300 Pantigo Place, Suite 111, East Hampton NY 11937

WATER SPRINKLER SYSTEM INSPECTION
& MAINTENANCE REPORT

preen & eheek VEIVES TN v s s i o i e S ATl io o s dhie A e
WET SYSTEMS (Installed Yes No Ifno delete xlns section)

Have anit-freeze systems been tested & left in satlsfactory CONAITIONT et
Are alarm valves, water flow indicators & retards n satisfactory condition?
DRY SYSTEMS (Installed Yes No [f no, delete this section)

Is dry valve in g00d CONAIIIONTuu iiuiiiriieriretieiict it ettt e e sttt ee et eresaeresesneseness

Is air pressure & priming water level normal?............
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YES [ NO N/A

ALARMS
Water motor & gong tested SatisTaCtory?......evieicnieiniiniiiici s

Electric alarm test SAtISTACIOTY 2. c.eueeeieecieeriesiieiiese et sai s st sea b s a s ea e b e sa s
Supervisory alarm service test Satisfactory ... ettt

SPRINKLERS - PIPING
Are all sprinklers in good condition, not obstructed, & free of corrosion or loading?........ccocenininirnninnens

Are extra sprinklers & wrench readily available?...........ccoovinniiinncs SRR

Is condition of piping, drain valves, check valves, hangars, pressure gauges, open sprinklers,
ST AT TS SA LTS TACTOTY W susurssscvs coecsmsssssbuusmssoinn s ousrueuaast e oo aEe oS3 R SRS WA S oW S SR S RS E S AR B 4930

Are all sprinklers of proper temperature FatiNg?...........ccoceiiieiirmenis it
Date Dry System Piping last checked for stoppage

Date Dry System Piping last checked for proper pitch

Date Dry Pope Valve last trip tested

CONTROL VALVES No? Type Open Secured Closed Signs Conditions

Indicate OS & Y _PIV Etc ) Yes No Yes No Yes Nao Yes | No

City: Contiection ValVes. sumsammsimsssmsissssmmmossanfomes FSRRRRUTN RS (ST (SRR (R R

Tank Control Valves.......coeevesreenseisennisssssnsissinnsssesssssfosssnsabnscsss v
Seetioinal Contro] VAIVES: swisamarnswmmswssmmssss o svsai| smisssses | SRR SO L

System Control Valves....auvisnissnismmasmmansmhmatsmskos { ......................
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WATER FLOW TEST
Water Pressure City PSI Tank PSI
Water Flow Test? (If none made, why?)

Fire Pump PSI

Test Pipe Located Size Pressure Flow

Test Pipe Before - Pressure

Pressure
After

15

16
17
18
19

Inspector Company
Company Address Company Phone

If so, were these bells inspected for operation? ... .. ......uuuiiiiiieiiii i

Were batteries for same inspected/replaced asneeded? .. ........oooiiiniiiiii i,

Recent changes in building occupancy or fire protection equipment

............ Yes
............ Yes

Adjustments or corrections made

Were all noted deficiencies corrected? If ‘no’, why not?

Describe improvements

I certify that this inspection has been properly conducted and all of the above statements are true and correct to the best of my
knowledge.

Signature of Inspector

Any false statement herein is punishable as a misdemeanor pursuant to 210.45 NYS Penal Law.
2/18/98 SPRINKLE.RPT



